






1. High energy steam piping was found to have welds with cracking in both units 
bypass systems. The P91 metallurgy required extraordinary repair methods, pre 
and post weld heat treatment and verification using radiography to evaluate the 
completed repair. The systems have been returned to safe operating conditions. 

2. The unit #2 boiler feed pump motor failed similarly to the unit #1 failure last year. 
However, due to the purchase of a critical capital spare motor the unit was only 
unavailable for 2 days. Normal repair can take 10 weeks and new replacement is 
36 weeks. 

• The Plant generated 51,764 mega-watt hours for a capacity factor of 15.2%. 

Regulatory/Compliance: 

• No spills or stormwater exceedances reported. 
• No air emission exceedances reported. 
• Submittal of the Community Right to Know Tier II report was completed to EFSEC and 

local emergency responders as required by law. 
• EFSEC and the Southwest Clean Air Agency completed the annual 2013 site inspection 

noting no issues. 
• PacifiCorp will be conduction the required Relative Accuracy Test Audit (RATA) on the 

continuous emission monitors during the third week in March 2013. 

Other: 

• Sound monitoring: No noise complaints to report. 
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Wild Horse February 2013 Report 

Wind Production: February generation totaled 57,896 MWh for an average capacity 
factor of 31.60%. 

Solar Production: The Solar Demonstration Project generated 53.6 MWh in February. 

Safety: No lost-time accidents or safety incidents to report in February. 

Compliance/Environmental: 
In accordance with Article VI.A.2 of the SCA, updates to the Spill Prevention Control 
and Countermeasure Plan (SPCCP) were submitted to EFSEC staff for review on 
February 13th

. Updates included the addition of a Mobile Fuel System (MFS). The MFS 
consists of transporting a portable gasoline tank by truck to refuel the Vestas service 
trucks on-site. This will help improve efficiencies and reduce safety risks associated · 
with their current vehicle use. Vestas's mobile refueling vehicle will transport the 
portable tank in full compliance with DOT regulations (including operator training). The 
Department of Ecology and the Kittitas County Fire Marshall both reviewed the MFS 
and found it acceptable. EFSEC staff approved the SPCCP revision on March 5th

. 



Energy Northwest 
EFSEC Council Meeting 

March 19, 2013 

I. Columbia Generating Station (CGS) Operational Status 

Columbia is operating at 100% power, generating 1,110 megawatts and has 
been online for 294 days. 

Columbia is 51 days from the start of our 2013 refueling outage. 

NRC Inspection March 18th-21st 

In 2011, CGS discovered an inappropriate change to the Emergency Action 
Levels and dose assessment procedures. CGS self-reported this issue to the 
NRC. The NRC issued two "white" findings to CGS which placed the plant 
within the Degraded Cornerstone Column of the NRC oversight process, 
thereby subjecting CGS. to additional oversight and inspection procedures. 
This week, CGS is hosting the NRC for a supplemental inspection to review 
the actions taken to address the performance issues associated with the two 
white findings. CGS is eager to demonstrate to the NRC during this inspection 
that we have taken these shortfalls very seriously; we have fixed the issues 
and addressed their causes, and looked critically to ensure that if similar 
shortfalls existed elsewhere, they were found and fixed. During this 
inspection, our goals are for our actions to restore the full confidence of the 
NRC, not only in emergency preparedness at CGS, but in the health of our 
safety culture. 

There are no events, safety incidents, or regulatory issues to report. 

II. WNP 1/4 Water Rights 

Energy Northwest received a formal supplemental lease language from the 
Department of Energy (DOE) in mid-January which was not fully reflective of 
our meetings/discussions conducted in 2012. In early March, EN received a 
subsequent proposed lease agreement for consideration. Many of ENs 
proposed changes were incorporated, however, new requirements and lease 
terms were added without prior discussion . Based on the lack of forward 
progress since late 2012, Energy Northwest has met internally (March 19th) 
and plans to meeting with DOE (in April) to discuss the new lease and get 
both parties "back on track". 
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